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ZONE 0

ZONE 1

ZONE 2

ZONE 3

ZONE 0

ZONE 1

ZONE 2

45°

45°

0.3m

 

LEVEL AT POLE
FROM GROUND
1.5m VERTICALLY

EXCAVATION ZONES NEAR AUSGRID POLES

 

    THIS ZONE.

    SPECIALIST ENGINEERING ADVICE IS REQUIRED BEFORE EXCAVATION IS CARRIED OUT IN 

ZONE 3 - (PLEASE BYDA) AUSGRID MUST BE CONTACTED.

    REMOVAL UNTIL BACKFILLING IS COMPLETE.

    EXCAVATION UNTIL THE SHORING BOX IS IN PLACE, AND SIMILARLY FOR SHORING BOX 

    WALL AND SHORING BOX FILLED IN.  AUSGRID MAY BE REQUIRED TO HOLD THE POLE DURING 

    SUPPORT SYSTEM OR PROPRIETARY TRENCH BOX WITH THE GAP BETWEEN EXCAVATION

ZONE 2 - (PLEASE BYDA) AUSGRID MUST BE CONTACTED.  EXCAVATION REQUIRES AN ENGINEERED 

     TO BE CONTACTED.

    THE EXCAVATION WALL AND THE SHORING ARE TO BE FILLED.  AUSGRID DOES NOT NEED 

    (COMPLYING WITH NSW CODE OF PRACTICE FOR EXCAVATION WORK).  GAPS BETWEEN 

ZONE 1 - (PLEASE BYDA) EXCAVATION WITH SHORING AS NORMALLY REQUIRED IS ACCEPTABLE

ZONE 0 - NO SPECIFIC REQUIREMENTS (PLEASE BYDA)

THAN 1.5m
BUT NOT LESS

4 x POLE DIAMETER
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