
SEE NOTE 5.

DI-8111 SLOT 3
TERMINAL No. SIGNAL EQUIPMENT

X1 TERMINAL 9 COM COMMON TO INPUTS D00 - D07
X1 TERMINAL 10 COM COMMON TO INPUTS D00 - D07
X2 TERMINAL 9 COM COMMON TO INPUTS D10 - D17
X2 TERMINAL 10 COM COMMON TO INPUTS D10 - D17

OAFD RELAY TRIP
OAFD RELAY DEFECT

X1 TERMINAL 3 DI-2 OAFD RELAY TRIP
X1 TERMINAL 4 DI-3 OAFD RELAY DEFECT

X2 TERMINAL 7 DI-16 'B' BATTERY CHARGER FAIL'B' BATTERY CHARGER FAIL 

SIGNAL CABLE SCREENS
SIGNAL CABLE SCREENS
SIGNAL CABLE SCREENS
SIGNAL CABLE SCREENS

SEE NOTE 7.

NB:
CABLE IS SUPPLIED
WITH MODEM & TO
BE CONNECTED AS
SHOWN. SPARE
GREEN CORE IS TO
BE INSULATED &
ISOLATED.
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