
DWG. 232944

(LVEF & HVOC-STAGE 1)

(HVIOC & HVEF & HVOC-STAGE 2)

(CO-GENERATION CONTROL OPEN)

(LVOC-STAGE 2)

(LVOC-STAGE 1)

(HVOC-STAGE 2)

PILOT ISOLATION BOX
FIRST FDR / TX

DLAC PANEL

SEE DWG. 227380 Sh4

FIRST TX 'A'
PROTECTION DEFECT

SEE DWG. 116004

30V 'A' BATTERY SUPPLY
SEE DRAWINGS

227380 Sh4 & 227384

30V 'A' BATTERY SUPPLY
SEE DRAWINGS

227380 Sh4 & 227384

MOUNTED ON DRY TYPE TRANSFORMER
SEE NOTE 5 & DWG 232944

48V 'B' BATTERY SUPPLY
SEE DRAWINGS

227380 Sh4 & 227384

48V 'B' BATTERY SUPPLY
SEE DRAWINGS

227380 Sh4 & 227384

THIS BATTERY LINK TO BE NORMALLY OPEN

TRIP FROM CUSTOMER OC
PROTECTION PANEL No.1

TRIP FROM CUSTOMER OC
PROTECTION PANEL No.2 - ONLY FOR

WHEN CUSTOMER No2 IS REQUIRED

227380 Sh3 (AF TRIP) (CURRENT CHECK)

1st TX PROTECTION PANEL (P1) INTER PANEL WIRE JUMPERS

2nd TX PROTECTION PANEL (P2) INTER PANEL WIRE JUMPERS

3rd TX PROTECTION PANEL (P3) INTER PANEL WIRE JUMPERS

CABLE NAME:
1ACB FOR 1st TX
2ACB FOR 2nd TX
3ACB FOR 3rd TX

CABLE NAME:
1T FOR 1st TX
2T FOR 2nd TX
3T FOR 3rd TX

CABLE NAME:
1FT FOR 1st TX
2FT FOR 2nd TX
3FT FOR 3rd TX

CABLE NAME:
1P FOR 1st TX
2P FOR 2nd TX
3P FOR 3rd TX

CABLE NAME:
1ACB FOR 1st TX
2ACB FOR 2nd TX
3ACB FOR 3rd TX

CABLE NAME:
10S FOR 1st TX
11S FOR 2nd TX
12S FOR 3rd TX

SEE NOTE 5

(ACB CLOSING CONTROL)FIRST TX
ACB PANEL

CABLE NAME:
11ACB FOR 1st TX
12ACB FOR 2nd TX
13ACB FOR 3rd TX

WIRE FERRULE NAME:
2BT1/1 FOR 1st TX
2BT2/1 FOR 2nd TX
2BT3/1 FOR 3rd TX

WIRE FERRULE NAME:
2BT1/2 FOR 1st TX
2BT2/2 FOR 2nd TX
2BT3/2 FOR 3rd TX

FIRST TX
ACB PANEL

FIRST TX 'B'
PROTECTION DEFECT

FIRST TX
THERMAL ALARM

FIRST TX ACB PANEL
SEE NOTE 7 & DWG 227390

FIRST TX ACB PANEL
SEE NOTE 7 & DWG 227390

READY TO CLOSE CONTACT
(CLOSED WHEN ACB IS OPEN
& CLOSING SPRING IS FULLY

CHARGED)

SEE NOTE 7 & DWG 227390

48V 'B' BATTERY SUPPLY
SEE DRAWINGS

227380 Sh4 & 227384

CABLE NAME:
TH1 FOR 1st TX
TH2 FOR 2nd TX
TH3 FOR 3rd TX

FIRST TX
THERMAL RELAY
SUPPLY FAIL /
ALARM DEFECT

CABLE NAME:
1T FOR 1st TX
2T FOR 2nd TX
3T FOR 3rd TX

REQUIRED FOR DRY TYPE
TRANSFORMER ONLY -
SEE NOTE 5

THIS OPTION ONLY
FOR OLDER OIL TYPE
TRANSFORMER WITH

BUCHHOLZ -
SEE NOTE 5

THIS OPTION FOR DRY
TYPE TRANSFORMER

SEE NOTE 5

MOUNTED ON OIL TYPE TRANSFORMER
 SEE NOTE 5

FIRST TX
THERMAL ALARM

REQUIRED FOR OIL TYPE
TRANSFORMER ONLY -
SEE NOTE 5

CABLE NAME:
10S FOR 1st TX
11S FOR 2nd TX
12S FOR 3rd TX

DC TEST LINK FUNCTION TABLE
LINK No. LINK FUNCTION

BL-7B FIRST Tx ARC FLASH - BATTERY LINK
BL-12B SECOND Tx ARC FLASH - BATTERY LINK
BL-16B THIRD Tx ARC FLASH - BATTERY LINK
BL-20B ARC FLASH BYPASS  NORMALLY OPEN - BATTERY LINK

LK-2A, 2B Tx PROTECTION MULITTRIP TRIA (TRIB) - TRIP LINK
LK-2Ba Tx BUCHHOLZ - TRIP LINK
LK-3A, 3B Tx PROTECTION MULITTRIP TR2A (TR2B) - TRIP LINK
LK-4B Tx THERMAL - TRIP LINK
LK-5B CUSTOMER OC No.1 - TRIP LINK
LK-6B CUSTOMER OC No.2 - TRIP LINK
LK-8B FIRST Tx ARC FLASH - TRIP LINK
LK-9B FIRST Tx CURRENT - CHECK LINK
LK-11B FIRST Tx CURRENT CHECK - TRIP LINK
LK-13B SECOND Tx ARC FLASH - TRIP LINK
LK-14B SECOND Tx CURRENT CHECK-  LINK
LK-15B SECOND Tx CURRENT CHECK - TRIP LINK
LK-17B THIRD Tx ARC FLASH - TRIP LINK
LK-18B THIRD Tx CURRENT CHECK - LINK
LK-19B THIRD Tx CURRENT CHECK - TRIP LINK

LK-21B CO-GENERATION OPEN Tx ACB - TRIP LINK
LK-22B PILOT INTERLOCK OPEN Tx ACB - TRIP LINK
LK-23B Tx ACB CLOSE RELAY - LINK
LK-24B 11kV FEEDER IN SERVICE - CHECK LINK
LK-25B Tx PROTECTION OPERATED - LINK
LK-26B Tx PROTECTION OPERATED CHECK - LINK
LK-27B Tx ACB STATUS - LINK
LK-28B Tx ACB STATUS CHECK - LINK
LK-29B Tx ACB READY TO CLOSE - LINK

FSA 48V 'a10A' PROTECTION FUSE
BL-10A 30V 'A' +VE BATTERY LINK
BL-1A 'A' -VE SUPPLY BATTERY LINK
FSB 48V 'a10B' PROTECTION FUSE
BL-10B 48V 'B' +VE BATTERY LINK
BL-1B 'B' -VE SUPPLY BATTERY LINK
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