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CONNECTIONS

LV TRANSFORMER & LV ABC

DISTRIBUTION SUBSTATION 0-400kVA

CABLE TIES TO BUNDLE CABLES TOGETHER AND SADDLE TO POLE  AS REQUIRED.

WHEN LV PHASE CROSSING IS REQUIRED, USE THE APPROPRIATE UV STABILISED 6.

228822 USING CONDUIT, SADDLES AND CABLE TIES AS REQUIRED.

CABLE TIES AS REQUIRED. CONNECT MDI EARTH CABLE AS DETAILED ON DRAWING 

UNIT. SECURE CT PRE-WIRED CABLING USING ADDITIONAL CONDUIT, SADDLES AND 

BUSHING AND IS TO BE CONNECTED TO PRE-WIRED CABLING SUPPLIED WITH MDI 

OTHERWISE SPECIFIED).  MDI CT IS SUPPLIED WITH TRANSFORMER b PHASE 

CUSTOMER INSTALLATIONS AND TRANSFORMERS BELOW 100kVA (UNLESS 

MDI's ARE TO BE INSTALLED ON ALL SUBSTATIONS EXCEPT  FOR SINGLE 5.

CABLE.

PROVIDE WATER BLOCKING ON LUGS USING HEATSHRINK ACROSS BARREL AND 4.

PARALLELED ABC TO TERMINATE ON THE LOAD SIDE OF THE SWITCH-FUSE UNIT 3.

SINGLE CIRCUIT LV FUSES MAY BE USED WHERE SPECIFIED2.

.- RH FUSE CONNECTS TO CIRCUIT AT THE REAR OF THE TRANSFORMER 

- LH FUSE CONNECTS TO CIRCUIT IN FRONT OF THE TRANSFORMER  

FUSES TO BE CONNECTED AS FOLLOWS :

WHEN STANDING ON POLE FACING REAR OF TRANSFORMER DUAL CIRCUIT LV 1.

 NOTES

CABLE SIZES ( Item 67)

TRANSFORMER SIZE
(Cu/XLPE - Black Insulation)

PHASE CONDUCTOR               

 (Cu/XLPE - Black Insulation)

NEUTRAL CONDUCTOR              

UP TO 100kVA 1 X 95mm² 1 X 95mm²

200kVA 1 X 185mm² (37/2.52) 1 X 185mm² (37/2.52)

400kVA 1 X 240mm² (1211/0.50) 1 X 240mm² (1211/0.50)

LV BUSHING TYPE ( Item 61)

TRANSFORMER SIZE
        (STOCKCODE)

LV BUSHING COVER      

100kVA AND UNDER H22032

200kVA AND 400kVA H21858

ITEM NUMBERS ARE SHOWN

REFER TO DRAWINGS 228821 OR 244219 FOR ITEM NUMBERS TABLE 1  - LV TRANSFORMER CABLE SIZES TABLE 2 - LV BUSHING COVER
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