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No. DESCRIPTION STOCK QTY
AL CU [ ARR-1 [ ARR2
1| CONDUCTOR - OVERHEAD - - NA | NA
2 | CONNECTOR - BARE MAINS/IPC 175051 | H109694 | 3 3
5 | HOOK - COACH SCREW M12x146 H75697 | H75697 | 1 ;
HOOK - J SPIKE 1370 | 1370 - A
4 | LINK - WEAK CONNECTING 1.5kN H81976 | He1976 | 1
5 | CLAMP - CABLE STRAIN 2-4 CORE 6-25mm? H102491] H102491] 1 2
6 | SERVICE CABLE - 4x25mm? AL ABC, 4 CORE H109280] H109280] AR 2 1
;| CONNECTOR - SPLICE FOR NEUTRAL PHASE, BARE Al 182904 - 1
CONNECTOR - SPLICE FOR NEUTRAL PHASE, BARE Cu - 182905
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6 Z NOTE :
= IPC CONNECTOR ORIENTATION IS DIAGRAMMATIC
ONLY, IT MAY BE INSTALLED IN ANY DIRECTION. .
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