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19. REFER TO DESIGNER SAFETY REPORT D22/109578 FOR ATYPICAL HAZARDS ASSOCIATED WITH THIS STANDARD CONSTRUCTION.

      THE POLE. IF POLE STEPS ARE INSTALLED, THEY ARE TO COMPLY WITH THE REQUIREMENTS OF NETWORK STANDARD NS128.

18. POLE STEPS SHOULD ONLY BE INSTALLED ON POLES WHERE ACCESS FOR NORMAL MAINTENANCE VEHICLES CANNOT BE MAINTAINED FOR THE LIFE OF

      CONTROL CUBICLE ORIENTATION.

      ORIENTATION. THE REGIONAL FIELD OPERATING GROUP SHOULD BE CONSULTED WHEN CONSIDERING OPTIONS FOR THE RECLOSER LOCATION AND

      CONSIDER OPERATOR SAFETY, CONTROL CUBICLE SECURITY AND ABS OPERATING HANDLE CLASHING BEFOER SPECIFYING THE CONTROL CUBICLE

17. THE NOJA CONTROL CUBICLE CAN BE MOUNTED IN ANY ORIENTATION ON THE POLE THAT SUITS THE INSTALLATION LOCATION. THE DESIGNER MUST

16. THE NOJA RECLOSER TERMINALS ARE LABELLED A, B, C ON THE SOURCE SIDE OF THE RECLOSER AND R, S, T ON THE LOAD SIDE OF THE RECLOSER.

      SAFETY RULES.

      COMMUNICATION EQUIPMENT. THE LOCATION IS ALWAYS TO COMPLY WITH THE MINIMUM SAFE WORKING DISTANCES SPECIFIED IN AUSGRID's ELECTRICAL

15. AN EXTERNAL ANTENNA CAN BE INSTALLED WHERE REQUIRED. THE ACTUAL LOCATION OF THE ANTENNA IS TO BE DETERMINED DURING INSTALLATION OF

14. ENSURE BURIED EARTH CONDUCTORS ARE CENTRED UNDER CABLE PROTECTION COVER.

13. THE EARTHING SHOWN ON THIS DRAWING IS INDICATIVE ONLY. ADDITIONAL EARTHING MAY BE REQUIRED TO MEET THE EARTHING DESIGN REQUIRMENTS.

12. A SITE SPECIFIC EARTHING DESIGN IS REQUIRED FOR EACH RECLOSER INSTALLATION.

      OPERATE" TAG.

11. EYE COACH SCREW TO BE INSTALLED 2m ABOVE GROUND LEVEL ON FOOTPATH SIDE OF POLE FOR ATTACHMENT OF OPERATORS "DANGER DO NOT

      POLE IS NOT ACCEPTABLE.

10. THE AIR BREAK SWITCH OPERATING MECHANISM MUST BE INSTALLED ON THE FOOTPATH SIDE OF THE POLE. INSTALLATION ON THE ROAD SIDE OF THE

    ACHIEVE AN EFFECTIVE CONNECTION.

9. THE SUSPENSION CLAMP (ITEM 39) MUST PROVIDE A FIRM CONNECTION TO THE HV DROPPER CABLE. IF REQUIRED, CONDUIT INSERTS MAY BE USED TO

8. THE RECLOSER CONTROL CABLING MUST BE ATTACHED TO THE POLE A MINIMUM OF 200mm FROM ANY EARTHING DOWNLEAD CABLE.

    THE COIL MUST BE SECURED TO AVOID SWINGING IN THE WIND.

7. THE EXCESS CONTROL CABLING MUST BE SUITABLY SECURED TO THE CABLE STORAGE BRACKET WITH STAINLESS STEEL CABLE TIES. THE BOTTOM OF

    FOR FURTHER INFORMATION.

    EXCESS CABLE IS TO BE COILED ON A CABLE STORAGE BRACKET BELOW THE RECLOSER. REFER TO THE MANUFACTURERS TECHNICAL DOCUMENTATION

    DOES NOT HINDER PLACEMENT OF A LADDER ON THE POLE TO ACCESS CUBICLE. TYPICALLY CABLES TO ENTER BEHIND CUBICLE MOUNTING BRACKET.

    RECLOSER ARE TO BE CONNECTED TO THE CONTROL CUBICLE VIA THE GLANDS AT THE BOTTOM OF THE CONTROL CUBICLE. ENSURE CABLE ROUTE

6. AFTER INSTALLATION OF THE RECLOSER AND CONTROL CUBICLE, THE OSM CONTROL CABLE AND VT OUTPUT CABLE THAT ARE SUPPLIED WITH THE

    LV MAINS CABLE IS TO BE CONNECTED TO THE TOP EARTH BAR.

    EXIST IN CLOSE PROXIMITY TO THE POLE, DETAIL 3 SHOULD BE USED FOR THE CONNECTION. IF TWO LV MAINS CABLES ARE ON THE POLE, ONLY ONE

5. IF THE SITE SPECIFIC EARTHING DESIGN REQUIRES THE LV MAINS NEUTRAL TO BE CONNECTED TO THE RECLOSER EARTHING SYSTEM AND IF LV MAINS

4. WHERE 11kV CCT MAINS EXIST, STANDARD EARTHING POINTS AND COVERS ARE TO BE INSTALLED AS DETAILED IN NS126.

3. DANGER SIGNS (ITEM 57) ARE TO BE INSTALLED ON BOTH FRONT AND REAR OF THE POLE. SIGNS MUST BE BENT AROUND POLE BEFORE SECURING.

     ON THE POLE, A 1-80 LV ABC INTERMEDIATE CONSTRUCTION MUST BE USED.

2. WHERE BARE LV MAINS EXIST, THEY SHALL BE CONVERTED TO ABC FOR AT LEAST ONE SPAN EITHER SIDE OF THE RECLOSER. IF LV MAINS ARE PRESENT

1. THE MINIMUM 11kV PHASE TO EARTH CLEARANCE IS 200mm. THE MINIMUM 11kV PHASE TO PHASE CLEARANCE IS 280mm.
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