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 CONSTRUCTION TYPES 

MAINS OVERHEAD MANUAL VOLUME 4. 

SECTION

12.7kV SWER PIN CONSTRUCTION

  2-203   

  2-210   

  2-211   

  2-214   

12.7kV SWER ANGLE CONSTRUCTION

12.7kV SWER SINGLE TERMINATION

12.7kV SWER THROUGH TERMINATION

12.7kV SWER TEE-OFF CONSTRUCTION

  2-201  
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SECOND TRANSFORMER
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ALTERNATE POSITION

OR POSITION FOR

SECOND TRANSFORMER

IF REQUIRED.
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ON THE SAME SIDE

AS THE D.O.F.

PROVIDE BARED UNBROKEN

50 X 75 ’D’ LOOP IN BOTH

H.V.EARTH WIRES JUST ABOVE

GALV.PIPES.
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ONE POLE -  TIMBER

ONE PHASE

12700V/500-250V

TWISTED SERVICE MAINS FROM CROSSARM

OVERALL SUBSTATION DESCRIPTION

0 - 25kVA 1 PHASE POLE HUNG SINGLE WIRE

EARTH RETURN TRANSFORMER (SWER)

1 OR 2 CUSTOMERS

ONE SUBSTATION IDENTIFICATION NUMBER

(SYSTEM NUMBER)

TRANSFORMER LIFTING BY EYEBOLT USING POLE

LIFTING GEAR OR BY CRANE.

NOTE:

THE EQUIPMENT POSITION SHOWN IS TYPICAL

ONLY. DURING CONSTRUCTION,POSITION

TRANSFORMER 45^ AROUND FROM O.H.LINE

ON THE SIDE OF THE POLE THAT SUITS THE

L.V.MAINS MAINS TAKEOFF. MOUNT THE

DROPOUT FUSE ABOVE THE TRANSFORMER

AS SHOWN.

A SECOND TRANSFORMER MAY BE MOUNTED

IN THE ALTERNATE POSITION.
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SCHEMATIC DIAGRAMS

MATERIALS LIST

SHEET 2
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