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FRONT VIEW SIDE VIEW

REAR ISOMETRIC VIEW

IN DESIGN DOCUMENTATION.
TERMINATION AS SPECIFIED

NOT TO SCALE

SHEET 2
SEE DETAIL 4

FRONT ISOMETRIC VIEW
NOT TO SCALE
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SHEET 2
SEE DETAIL 3
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SHEET 2
SEE DETAIL 1

SHEET 2
SEE DETAIL 8

DIRECTLY TO OHEW VIA 240mm† Cu CABLE.

EARTH BAR MUST STILL BE CONNECTED

OHEW TERMINATION TO DRG : 519450 ARR-2.

IF OPGW NOT REQUIRED THEN INSTALL

SHEET 2
SEE DETAIL 5

SHEET 2
SEE DETAIL 6

SHEET 2
SEE DETAIL 11

SHEET 2
SEE DETAIL 2

SHEET 2
SEE DETAIL 7
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OPGW OPGW

ARRESTER 1
SURGE
70mm†

70mm† EARTH BONDING LEAD

TO OPGW DEADEND)
(ATTACHED DIRECTLY 
CONDUCTOR
240mm† EARTH CONTINUITY

ARRESTER 3
SURGE
70mm†

LIMITER 3
VOLTAGE
SHEATH
70mm†

ARRESTER 1
SURGE
70mm†

70mm† EARTH BONDING LEAD

TO OPGW DEADEND)
(ATTACHED DIRECTLY 
CONDUCTOR
240mm† EARTH CONTINUITY

ARRESTER 2
SURGE
70mm†

ARRESTER 3
SURGE
70mm†

SHEATH 1
70mm†

SHEATH 2
70mm†

SHEATH 3
70mm†

UNDERGROUND CABLES)
(RUN PARALLEL TO
CONDUCTOR
EARTH CONTINUITY
240mm†

LIMITER 2
VOLTAGE
SHEATH
70mm†

LIMITER 1
VOLTAGE
SHEATH
70mm†

ARRESTER 2
SURGE
70mm†
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TYPES 2 & 3)
(SEE DRG : 192881 SHEET 3
THROUGH TERMINATION
UGOH IS TEEING OFF
BACK OF POLE OR WHEN
PHASE CABLE RUNS UP 
INSTALL ONLY WHEN TOP

56

NOTE: ORIENTATION OF POLE

THIS DRAWING IS TO BE READ IN CONJUNCTION WITH SHEET 2 & SHEET 3
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FOR THE DIFFERENT LAYOUT OPTIONS.

TYPE 3 OPTION. REFER TO SHEET 3

ITEMS SHOWN IN GREY ARE FOR

(REFER TO SHEET 3 FOR THE DIFFERENT LAYOUT OPTIONS)

TYPE 1 DETAILS SHOWN ON THIS SHEET

POLE TOP TYPE 1, 2 OR 3 IS TO BE NOMINATED ON THE ROUTE PLAN.

SIDE OF THE POLE AS SHOWN ON SHEET 3. 

ENSURE THE EARTH CONDUCTORS AND FIBRES RUN UP THE CORRECT

THE POLE MUST BE INSTALLED AT THE CORRECT ORIENTATION TO

REFER TO SHEET 3 AND ROUTE PLAN FOR POLE TOP ARRANGEMENT.

SINGLE POINT BONDED SYSTEM

EARTHING SCHEMATIC - OPTION 1

CROSS BONDED SYSTEM

EARTHING SCHEMATIC - OPTION 2
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THROUGH TERMINATION
UGOH IS TEEING OFF 
ONLY REQUIRED WHEN

TYPE 3 - SEE SHEET 3
THROUGH TERMINATION
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